[Calculating method for the necessary lamps and sterile rate in a tube-shaped ultraviolet air washer].
It has much more advantage to use the cylindric ultraviolet air washer than to use the ordinary ultraviolet lamps. There was a calculation method for determining necessary lamps in a rectangled ultraviolet air washer, but it had a limiting condition. This paper developed two calculating methods for determining necessary lamps and its sterile rate in a tube-shaped ultraviolet air washer. The sterile rate can be extracted with any parameter. Necessary lamps can also be extracted with its sterile rate.